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* The light loss factor (LLF) is a product of many variables, only lamp lumen depreciation (LLD)
has been applied to the calculated results unless otherwise noted. The LLD is the result (quotient)
of mean lumens / initial lumens per lamp manufacturers' specifications.

* Illumination values shown (in footcandles) are the predicted results for planes of calculation either
horizontal, vertical or inclined as designated in the calculation summary. Meter orientation is normal
to the plane of calculation.

* The calculated results of this lighting simulation represent an anticipated prediction of system
performance. Actual measured results may vary from the anticipated performance and are subject

* CALCULATED VALUES DO NOT INCLUDE CONTRIBUTIONS FROM EXISTING LIGHT SOURCES

to means and methods which are beyond the control of RAB Lighting, Inc.

* Mounting height determination is job site specific, our lighting simulations assume a mounting height
(insertion point of the luminaire symbol) to be taken at the top of the symbol for ceiling mounted

NOTES:

luminaires and at the bottom of the symbol for all other luminaire mounting configurations.

* RAB Lighting, Inc. luminaire and product designs are protected under U.S. and International
intellectual property laws. Patents issued or pending apply.
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F : WPLED5Y
B : FFLED18Y C : NDLED4R-50Y-S-W +ND4R12FA : SLIM12Y

Luminaire Schedule
Symbol Tag Qty Label Arrangement Lum. Lumens LLF

Expanded Luminaire Location Summary
LumNo Tag Label X Y Z Orient Tilt Roll
1

Calculation Summary
Label

Description Lum. Watts Arr. Watts Total Watts

A SLIM12Y 202.053 320.681 8

Filename

90 0 0
2 F WPLED5Y 284.357 280.308 11 90

Description CalcType Units

0 0
3 F WPLED5Y 248.71 279.134 11 90 0 0
4 A

Avg Max Min

SLIM12Y 120.358

A

167.127 8 270 0 0

6 SLIM12Y

5 A SLIM12Y 85.845 159.788 8 270 0 0
6 C

Avg/Min Max/Min PtSpcLr PtSpcTb

SINGLE 1019 1.000

CalcPts Ground Plane Readings Taken @ 0'-0" AFG Illuminance Fc 0.68 17.9 0.0 N.A.

LED Slim Wallpack 12W 3000K 14.3 14.3 85.8 SLIM12Y-Warm - ITL73995.IES

NDLED4R-50Y-S-W +ND4R12F 93.416 23.001 7.5 0 0 0

N.A. 5 5
StatArea North Walkway Readings Taken @ 0'-0" AFG Illuminance Fc 0.22 1.2 0.0

B 2 FFLED18Y SINGLE 1432 1.000 LED Floodlight 18W 3000K 22.1 22.1 44.2 FFLED18Y - Warm - ITL78797.IES
C 10 NDLED4R-50Y-S-W +ND4R12F SINGLE 841 1.000 LED Downlight 12W 3000K 14.3 14.3 143 NDLED4R-50Y-S-W - Warm - ITL76511MOD.ies
F 6 WPLED5Y SINGLE 128 1.000 LED Wallpack 5W 3000K 5.3 5.3 31.8 WPLED5Y-Warm - LSI27623.IES

7 C

0 0 0
16 A SLIM12Y 254.803 380.313 7.5

NDLED4R-50Y-S-W +ND4R12F 91.754 73.438 7.5 0 0 0
8 C NDLED4R-50Y-S-W +ND4R12F 207.274 286.321 8 0 0 0
9 C NDLED4R-50Y-S-W +ND4R12F 207.569 274.83 8 0 0 0
10 C NDLED4R-50Y-S-W +ND4R12F 198.632 274.338 8 0 0 0
11 C NDLED4R-50Y-S-W +ND4R12F 242.275 269.343 7.5 0 0 0
12 C NDLED4R-50Y-S-W +ND4R12F 291.495 270.968 7.5 0 0 0
13 C NDLED4R-50Y-S-W +ND4R12F 286.398 363.218 7.5 0 0 0
14 C NDLED4R-50Y-S-W +ND4R12F 286.705 352.015 7.5 0 0 0
15 C NDLED4R-50Y-S-W +ND4R12F 287.319 327.922 7.5

180 0 0
17 A SLIM12Y 257.227 309.417 8 180 0 0
18 A SLIM12Y 256.366 334.297 8 180 0 0
19 B FFLED18Y 88.387 89.905 8 1 78 0
20 F WPLED5Y 84.109 30.03 11 180 0 0
21 F WPLED5Y 82.934 65.735 11 180 0 0
22 B FFLED18Y 83.568 98.184 8 92 65 0
23 F WPLED5Y 214.33 287.438 8 0 0 0
24 F WPLED5Y 79.58 89.633 8 180 0 0
Total Quantity: 24

N.A. N.A.
StatArea South Walkway Readings Taken @ 0'-0" AFG Illuminance Fc 0.18 0.5 0.0 N.A. N.A.
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